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26 August 2020

John Bystra, Project Manager T
 California Department of Toxic Substances Control L

- Site Mitigation and Restoration Program o
e 8800 Cal Ceﬂter Dr]Ve ............. '. - e

e Sacra.mento.’.Ca||fo|’.n|a.9.58.26 o [

Subject: Gas Monitoring and Control System Restoration Completion Letter -
Response to Additional Comments from DTSC
Genentech Building 48
645 East Grand Avenue
South San Francisco, California 94080
Langan Project No. 731677307

Dear Mr. Bystra:

On behalf of Genentech, Inc. (Genentech), Langan Engineering and Environmental Services
(Langan) has prepared this response to comment (RTC) letter to respond to the additional
comments provided by the California Department of Toxic Substances Control (DTSC) to the
Revised (Final) Gas Monitoring and Control System Restoration Completion Letter for Building
48 (Revised Final B48 Report), dated 22 June 2020. The comments were provided in a letter
dated 4 August 2020. The Revised Final B48 Report dated 22 June 2020 was prepared in
response to previous comments provided by DTSC on 2 June 2020 to the initial version of the
B48 Report dated 20 April 2020. DTSC's 4 August 2020 letter acknowledges that the Revised
Final B48 Report addresses the comments provided on 2 June 2020, but includes four additional
comments for clarifying the Revised Final B48 Report, as detailed further below. Langan prepared
the Revised Final B48 Report on behalf of Genentech to document Gas Monitoring and Control
System (GMCS) restoration work at Building 48 (former Building 9) in accordance with the Gas
Monitoring and Control System Restoration Work Plan (Work Plan) dated 23 July 2019.

The DTSC commients appear below followed by our responses. In addition to this RTC, Langan. -+~
submits a redline version of its updated Revised Final B48 Report and an updated.version of the -
Revised Flnal B48 Report with the changes implemented. If DTSC accepts the RTC Wlthout _
further comment the mtent ] for the updated Revised Final B48 Report to be entered mto thel': -
record Wrthout turther actron on behalf of Langan or Genentech. :

Comment 1. -In Res_pon‘s_e _3'of-the RTCs and in the redline language in the Revised Redline B48. 3
B -_'Repo_r_t on page 3, the narrative states, “Per the DTSC-approved Work Plan...” The
- Work Plan. being referenced is titled “Gas Monitoring and Control "S"y'ste_m _

. Restoration Work Plan Genentech Building 48" and was submitted to DTSC on -

~ September 19, 2019. However, while DTSC did review the Work Plan, DTSC did -
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Response to Additional Comments from DTSC 731677306
Genentech Building 48 Page 2
645 East Grand Avenue

South San Francisco, California

not approve it. The notification that this work was going to occur was approved by
DTSC on September 3, 2019. Please revise the Final B48 Report in accordance
with this.

Response 1. Reference to DTSC approval of the Work Plan has been removed from the Revised
Final B48 Report.

Comment 2. In Attachment B within the Revised Redline B48 Report (and thus also the Final
B48 Report (which are themselves described as Attachment B and Attachment C
of the RTCs)), the term VMS is used multiple times, both in the Field Reports and
on multiple Figure 1s. While this term likely translates to ‘"Vapor Mitigation System’,
it is not defined anywhere in the RTCs or the Revised Redline B48 Report (or thus
the Final B48 Report). Please define the term the first time it is used, which appears
to be on the Field Observation Daily Report, Field Report No. 1, Sheet 2 of 5.

Response 2. The term VMS has been updated to GMCS in the Revised Final B48 Report
attachments.

Comment 3. In Attachment B of Attachments B and C to the RTCs, the Field Observation Daily
Report, Field Report No. 1, Sheet 5 of 5 identifies the included Photograph as
'Photograph 3'. However, on the previous page, the photograph is labeled 'Photo
3'. Please change the label of ‘Photograph 3’ as appropriate.

Also, it appears that the label ‘Photo’ is used if the number of photographs is three
or less within a Field Observation Daily Report, and ‘Photograph’ is used if the
photographs number more than three (except in the case described above).
Unless there is some significance to using different labels, the labeling should be
the same for all photographs: use whichever term is preferred and apply it to all
photographs in the appropriate attachments. Alternately, if there is a significant
reason for labeling ‘photos’ and ‘photographs’ differently, please identify this
reason in the appropriate portion of the reports.

Response 3. All image labels have been updated to ‘Photo’ in the Revised Final B48 Report
attachments.

Comment 4. The revised text in the section titled Field Observations refers to demolition of
equipment in the basement and also states that the media lab was installed on
the ground floor. Multiple field daily reports also refer to a basement and appear
to imply the work was performed in a basement. It is not clear if the media lab
was installed in the basement of Building 48 or on the ground floor. The text
should be reviewed and revised to remove any inconsistencies.

LANGAN



Gas Monitoring and Control System Restoration Completion Letter — 26 August 2020

Response to Additional Comments from DTSC 731677306
Genentech Building 48 Page 3
645 East Grand Avenue

South San Francisco, California

Response 4. There is not a basement at Building 48. All tenant improvement work took place on
the ground floor. Text in the Revised Final B48 Report and attachments has been
updated accordingly.

Closing. The relevant sections of the Revised Final B48 Report and attachments have been
revised as noted above. The updated Revised Final B48 Report is provided for your review and
approval. We trust this is sufficient for your present needs. Should you require additional
information, please call us at 408-283-3600.

Sincerely yours,
Langan Engineering & Environmental Services, Inc.

Jeffrey F. Ludlow, PG Hayley Farr
Principal/Vice President Senior Staff Engineer
Attachments:

Attachment A: Revised (Redline) Gas Monitoring and Control System Restoration Completion
Letter

Attachment B: Revised (Final) Gas Monitoring and Control System Restoration Completion
Letter

731677306.08 JFL_RTC Letter_Gas Monitoring Control System Restoration Completion Letter_Genentech Bldg 48_FINAL_082620
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REVISED (REDLINE) GAS MONITORING AND CONTROL SYSTEM
RESTORATION COMPLETION LETTER
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) Daniel Krasnow, Principal PrOJect Manager - .
. ..Genentech ............................ ..........................
EETERER 1-DNA Way Mail Stop 36-1D - -
South San Francisco, Caln‘orma 94080

Subject: Revised (Final) Gas Monitoring and Control System Restoration
Completion Letter
Genentech Building 48
645 East Grand Avenue
South San Francisco, California 94080
Langan Project No. 731677306

Dear Mr. Krasnow:

This letter summarizes Langan Engineering & Environmental Services, Inc. (Langan’s) oversight
of Gas Monitoring and Control System (GMCS) restoration work performed at Genentech,
Building 48 (former Building 9) at 645 East Grand Avenue in South San Francisco, California
(the site), between 25 November 2019 and 4 December 2019, and 14 and 27 February 2020.
Restoration work to the GMCS was required following tenant improvements to construct a new
media prep and glass wash facility on the ground floor of existing Genentech Building 48, which
required cutting into concrete slab and breaching a portion of the GMCS geomembrane and vent
piping. We observed the work on site to confirm the GMCS components affected by the work
were correctly restored in accordance with the Gas Monitoring and Control System Restoration
Work Plan (Work Plan) prepared by Langan dated 23 July 2019 for these tenant improvements.

Background

The site was formerly occupied by Fuller O'Brien paint manufacturing facility, which resulted in
- ._som'e historic’ ‘hazardous material releases at the site. Several phases of environmental
_mvestlgatlons -and mltlgatlon completed prior to the development of the site for its current use, '
.. -resulted in the mstallatlon of a methane mitigation system for B48 (and the other S|te bwldmgs)' L _
. and various constructlon and operation agreements with Department of Toxic" Substances'-.___ o
o Control (DTSC) and reIated Iand use covenants and deed restrictions for the site area

_ 'P‘nor‘ to construction the site was divided into two development phases: Phase' | Buildin'gs'"- '
o (Bwldmgs 41, 42, 43, 44, and Parking Structure A) constructed on the northern portion of the S|te PR
and Phase 1. Bwldlngs (Genentech Buildings 45, 46, 47, 48, and Parking Structure B) constructed ~ "
__on the southern portion-of the site. Results of soil gas sampling conducted prior to development" B
of ‘current site - bundmgs mdlcated the presence of methane in the subsurface. The' methane-... .
“Concentrations .in-soil gas _beneath the Phase | Buildings were less than 0.5% by voI_ume, while. -~
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the methane concentrations beneath the proposed southern Phase Il Buildings (Building 4p8 and
Parking Structure B) exceeded 5.0% by volume. To address the potential risks associated with
methane in the subsurface, methane mitigation systems were designed and installed beneath all
of the buildings at the site.

Beneath the northern Phase Il Buildings (Buildings 45, 46, and 47), the methane mitigation
measures consist of a passive gas extraction system installed beneath each building slab, with
subsurface gas monitoring points to evaluate methane concentrations. The gas extraction
system is attached to a wind-driven turbine atop each building, which provides a low-level
vacuum to passively extract the collected gases from beneath the building foundation slab.
The methane mitigation measures beneath the southern Phase Il Buildings (Building 48 and
Parking Structure B) consist of a passive gas extraction system beneath each building slab, with
subsurface gas monitoring points to evaluate methane concentrations, as well as a continuous
geomembrane gas barrier directly beneath the building slab underlying enclosed building areas.
The GMCS (designed by Geosyntec) consists of a continuous geomembrane gas barrier
consisting of 100-mil thick cold spray-applied geomembrane (Ecoline-S) installed on top of a non-
woven heat bonded carrier geotextile (Ecoshield-E). The geomembrane is separated from the
reinforced concrete structural slab by a cushion geotextile (Mirafi S 1200). A 2-inch diameter,
Schedule 40, perforated and solid wall PVC pipes placed within 6-inch thick layer of aggregate
lies beneath the geomembrane layer underlying the structural slab in plan locations as shown on
Attachment A.

Field Observations

The GMCS restoration work was performed in two phases, Phase 1 and Phase 2.
On 25 November 2019, 3 and 4 December 2019, Langan was on-site to observe and document
that Phase 1 of the restoration work, which included the repair of a 2" solid pipe, a 2" solid pipe,
and the geomembrane, which were breached following the demolition of the basement
equipment and subsequent cutting of the concrete slab. As described in the Methane Mitigation
Plan by Geosyntec dated 16 March 2006, the GMCS at Building 48 consists of (1) a continuous
geomembrane ‘sandwich’ layer by EPRO, (2) gas extraction piping consisting of 2" diameter
perforated and solid wall PVC pipes, and (3) gas monitoring probes consisting of individual 2"
diameter PVC pipe (grey in color) running from three discrete monitoring probes (installed
beneath the structural slab and the gas barrier) to external, surface mounted, traffic rated vaults.

Langan also observed Phase 2 of the restoration work during 14 and 27 February 2020, which
included the repair of a 2" solid pipe, a 2" grey-colored solid gas monitoring pipe, and the
geomembrane which were breached during the demolition of the steam condensate receiver.
Additional repairs were made to the geomembrane in the men’s bathroom where the slab was
cut to repair a sewer line break. Langan observed trench excavation and subsequent breaching
of the GMCS at the saw cut areas shown on Figure 1. Our Field Observation Reports are provided
as Attachment B.

LANGAN
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Prior to our observation, the concrete slab at each location was saw cut to a full depth to expose
the underlying soil, aggregate, GMCS piping. The soil and aggregate removed during construction
of the tenant improvements was stockpiled on site and used as backfill once installation of the
piping and floor drains was complete. The trenches were backfilled and compacted to form a
stable subgrade for the geomembrane installation and patching of the building slab.

Phase 2 of the subsurface work occurred following the GMCS restoration work completed on
4 December 2019. The concrete slab at each location (Field Daily dated 14 February 2020 in
Attachment B) was saw cut to a full depth to expose the underlying soil and aggregate, resulting
in the inadvertent cutting of a 2" PVC extraction pipe and a ¥2" grey-colored solid gas monitoring
pipe. On 14 February 2020, Langan was on-site to inspect and document the pipes that were
cut. On 27 February 2020 Langan was on-site to observe and document the repair to the cut
pipes and the repair to the breached geomembrane layer.

The GMCS integrity of the piping that was affected by the B48 improvements during each phase
of work was restored so that the piping system remains the preferential pathway for methane
below the building slab to be vented outside of the building via the gas extraction riser. Langan
observed that the GMCS vent piping was restored using materials of like size, type, and quality
as the original GMCS piping, and in order to ensure integrity, the restored pipe sections were
joined using only mechanical couplings, without the use of VOC containing solvents or glues.

Per the DTSC-approved-\Work Plan for this project, Langan observed that the geomembrane
(Ecoline-S) was restored in accordance with the Work Plan and manufacturer’'s standard
procedures with current underslab EPRO products: e.base 205, e.spray, and e.shield 205.
Consistent with the manufacturer’s quality assurance requirements, Langan observed a smoke
test and coupon sampling in each of the trenches where the geomembrane work occurred
following the restoration of the geomembrane. Each section of geomembrane was thoroughly
smoke tested to ensure the proper installation. Each section tested passed the smoke test. In
Langan’s opinion, the GMCS restoration activities were performed in accordance with the
Methane Mitigation System Repair Plan, dated 23 July 2019 and the GMCS has been restored
satisfactorily to fully function as designed and continues to be protective of receptors. The GMCS
restoration work was a planned activity and part of Genentech’s tenant improvement work to
construct a new media prep and glass wash facility on the ground floor of Genentech Building 48,
and Langan certifies the proper completion of the work and operation of the GMCS. Accordingly,
Langan does not believe that the conditions in the subsurface relative to the potential presence
of methane have changed as a result of completing the Work Plan so as to re-initiate methane
monitoring with the system per criteria established by DTSC when it suspended methane
monitoring in March 2012.

LANGAN
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If you have any questions, please do not hesitate to call.

Sincerely yours,
Langan Engineering & Environmental Services, Inc.

Motte- ot

Mukta Patil, PE Jeffrey F. Ludlow, PG
Senior Project Engineer Principal/Vice President

Attachments: Figure 1 — Gas Monitoring and Control System Restoration Site Plan
Figure 2 — Gas Monitoring and Control System Typical Geomembrane
Restoration
Figure 3 — Gas Monitoring and Control System Typical Vent Pipe Restoration
Attachment A — GMCS Plan and Details prepared by Geosyntec
Attachment B — Field Observations and Reports

731677306.06 MP Rewsed (Redllne) Gas l\/Iomtormq Control System Restoration Completlon Letter Genentech Bldg
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EXPLANATION

Approximate location of sawcut area

Reference: "Building 48 Structural Foundation Plan" provided by Flad Architects on 7/10/2019 and "Building 9 Gas Monitoring System Layout Plan" by Geosyntec, dated 12/05.
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LANGAN




\\langan.com\data\SFO\data3\731677305\Project Data\CAD\05\2D—DesignFiles\731677306\731677306—N—GI0101.dwg 7,/15/19

NEW CONCRETE INFILL; SEE
STRUCTURAL DRAWINGS

NEW 100 DRY MILS
E.SPRAY GEOMEMBRANE,
HORIZONTAL

VARIES

DO NOT SAWCUT TO FULL
DEPTH; AFTER SAWCUTTING,
CHIP CONCRETE BY HAND
TO EXPOSE 3—INCH FLAP

L MEMBRANE

OF UNDAMAGED EXISTING

NEW PROTECTION
COURSE GEOTEXT\LE,\
E.SHIELD 205

NEW 100 DRY MILS
E.SPRAY GEOMEMBRANE,
VERTICAL

NEW CARRIER GEOTEXTILE, —
E.BASE 205

EXISTING PROTECTION

COURSE GEOTEXTILE,
MIRAFI S 1200

/ EXISTING SLAB
A
DOWELS; SEE
STRUCTURAL
r— DRAWINGS
A
<
3" MIN.
V4
—

NN

EXISTING ECOLINE-S GEOMEMBRANE,
100 DRY MILS

EXISTING CARRIER GEOTEXT\LE,J
ECOSHIELD-E

NOTE: THE EPRO PRODUCT E.SPRAY WAS FORMERLY KNOWN AS ECOLINE-S. THE
GEOMEMBRANE SHALL BE RESTORED ACCORDING TO THE MANUFACTURER’S
STANDARD PROCEDURES AND THE CURRENT UNDERSLAB EPRO PRODUCTS:

E.BASE 205, E.SPRAY, AND E.SHIELD 205.

S SIS,
QU

5

SN\

MIN.

N 2N

7

3" MIN. SUBGRADE

REMOVE EXISTING GEOTEXTILE PROTECTION
COURSE TO EXPOSE EXISTING ECOLINE-S
MEMBRANE; APPLY 100 MILS TACK COAT
OF E.SPRAY TO SECURE NEW CARRIER
GEOTEXTILE (E.BASE 205)

6" AGGREGATE LAYER
(WITH PERFORATED VENT
PIPING)

NOT TO SCALE

GENENTECH BUILDING 48
645 EAST GRAND AVENUE
South San Francisco, California

GAS MONITORING AND CONTROL SYSTEM
TYPICAL GEOMEMBRANE RESTORATION

Date 07/15/19

Project No. 731677306| Figure 2

LANGAN




7/15/19

\\langan.com\data\SFO\data3\731677305\Project Data\CAD\05\2D—DesignFiles\731677306\731677306—N—GI0102.dwg

NEW CONCRETE INFILL; SEE
STRUCTURAL DRAWINGS

VARIES

DO NOT SAWCUT TO FULL
DEPTH; AFTER SAWCUTTING,
CHIP CONCRETE BY HAND
TO EXPOSE 3—INCH FLAP
OF UNDAMAGED EXISTING

MEMBRANE

/ EXISTING SLAB

DOWELS; SEE
STRUCTURAL
r— DRAWINGS

SEE FIGURE 2 FOR
TYPICAL GMCS
GEOMEMBRANE
RESTORATION DETAIL

TR

N/

AN

K

AN

/\\ AN

AN AN

’ N N I N NS VN NS N I N N AN
QUL GG /\\\(i\\/( \5&{( X

EXISTING 2" DIAMETER PVC PIPE COUPLER

SCH 40 PVC PERFORATED
VENT PIPE

NEW 2" DIAMETER

SCH 40 PVC PERFORATED

VENT PIPE

SUBGRADE 6" AGGREGATE LAYER

NOT TO SCALE

GENENTECH BUILDING 48
645 EAST GRAND AVENUE
South San Francisco, California

GAS MONITORING AND CONTROL SYSTEM
TYPICAL VENT PIPE RESTORATION

Date 07/15/19 | Project No. 731677306

Figure 3

LANGAN




ATTACHMENT A
GMCS PLAN AND DETAILS PREPARED BY GEOSYNTEC
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ATTACHMENT B
FIELD OBSERVATIONS AND REPORTS

LANGAN



LANGAN

FIELD REPORT NO. 1

Sheet 1 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: _11/25/2019
Field Engineer: Daniel Wood To: _Mukta Patil
Time: 1400 — 1500 (plus reporting) Weather: Overcast, ~50°F
Reviewed by: Mukta Patil Date: 12/05/2019
1400 Daniel Wood (Langan) arrives at 645 E. Grand Avenue, South San Francisco.

Genentech Building 48 for Gas Monitoring and Control System (GMCS) restoration oversight.

1410 Daniel Wood (Langan) meets Jesse (ACT, membrane restoration subcontractor) who is
spraying EPRO vapor barrier in the trench closest to the loading dock entrance. Smoke testing will

commence after the repair.

1420 Initial restoration complete. Coupon cut and collected. Smoke testing underway.
1440 Coupon thickness 110 mil. Smoke testing passed.
1500 Daniel Wood (Langan) departs the site.

Attachments: Site Plan

Initials DLW




LANGAN FIELD REPORT NO. 1

Sheet 2 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 11/25/2019

Field Engineer: Daniel Wood

Photo 1: North Tower GMCSVMS repair work underway near loading dock door (facing west).




LANGAN FIELD REPORT NO. 1

Sheet 3 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 11/25/2019

Field Engineer: Daniel Wood

Photo 2: Progress of patching shown in Photo 1 (facing east).




LANGAN FIELD REPORT NO. 1

Sheet 4 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 11/25/2019

Field Engineer: Daniel Wood

Photo 3: Progress of patching shown in Photo 1 (facing northeast).




LANGAN FIELD REPORT NO. 1

Sheet 5 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 11/25/2019

Field Engineer: Daniel Wood

Photograph 43: Repair of area cut for smoke testing (facing north).







LANGAN FIELD REPORT NO. 2

Sheet 1 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: _12/03/2019
Field Engineer: Daniel Wood To: _Mukta Patil
Time: 0700 — 0800 & 1000 - 1015 (plus reporting) Weather: QOvercast, ~50°F
Reviewed by: Mukta Patil Date: 12/05/2019
0700 Daniel Wood (Langan) arrives at 645 E. Grand Avenue, South San Francisco.

Genentech Building 48 for Gas Monitoring and Control System (GMCS) restoration oversight.

0705 Call Anthony Garcia (GCl) in order to meet.

0740 Observation of vapor barrier restoration work progress along with Anthony Garcia
(GCl) and Frank. The 2” solid gas extraction pipe is repaired. The %" solid gas monitoring pipe is
not yet repaired. Daniel Wood to return at 10am.

0800 Daniel Wood departs the site.

1000 Daniel Wood returns to B48 to inspect %" solid gas monitoring pipe repair. Pipe is
repaired. EPRO vapor barrier membrane application to begin tomorrow (12-04-2019)

1015 Daniel Wood departs the site.

Attachments: Site Plan

Initials DLW




LANGAN FIELD REPORT NO. 2

Sheet 2 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/03/2019

Field Engineer: Daniel Wood

Photo 1: Preparation for EPRO application to north western most repair section (facing west).




LANGAN FIELD REPORT NO. 2

Sheet 3 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/03/2019

Field Engineer: Daniel Wood

Photo 2: Preparation for EPRO application on north eastern-most repair section (facing east).




LANGAN FIELD REPORT NO. 2

Sheet 4 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/03/2019

Field Engineer: Daniel Wood

Photo 3: Progress of 5" solid gas monitoring pipe replacement (facing south).




LANGAN FIELD REPORT NO. 2

Sheet 5 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/03/2019

Field Engineer: Daniel Wood

Photograph 4: Preparation for GMCS repair to center trenching area (facing north).







LANGAN

FIELD REPORT NO. 3

Sheet 1 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: _12/04/2019
Field Engineer: Daniel Wood To: _Mukta Patil
Time: 1605 — 1740 (plus reporting) Weather: Qvercast, ~50°F
Reviewed by: Mukta Patil Date: 12/05/2019
1605 Daniel Wood (Langan) arrives at 645 E. Grand Avenue, South San Francisco.

Genentech Building 48 for Gas Monitoring and Control System (GMCS) restoration oversight.

1615 Smoke testing commences. Coupons collected.

1730 Smoke testing passed in each trench. Coupon thicknesses in four areas checked: 105

mil, 110 mils, 120 mils, and 105 mils.

1740 Daniel Wood departs the site.

Attachments: Site Plan

Initials DLW




LANGAN FIELD REPORT NO. 3

Sheet 2 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/04/2019

Field Engineer: Daniel Wood

Photo 1: Post vapor barrier application to north western most repair section (facing west).




LANGAN FIELD REPORT NO. 3

Sheet 3 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/04/2019

Field Engineer: Daniel Wood

Photo 2: EPRO applied to eastern-most section of GMCS repair (facing east).




LANGAN FIELD REPORT NO. 3

Sheet 4 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/04/2019

Field Engineer: Daniel Wood

Photo 3: EPRO applied to center-most section of GMCS repair area (facing south).




LANGAN

FIELD REPORT NO. 3
Sheet 5 of 5

Project:
Subject:

Genentech Building 48 GMCS Repair

Project No: 731677306

FIELD OBSERVATION DAILY REPORT

Date: 12/04/2019

Field Engineer: Daniel Wood

Photograph 4: EPRO applied to GMCS repair where %” gas monitoring pipe was replaced (facing

west).







LANGAN

FIELD REPORT NO. 4

Sheet 1 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/14/2020
Field Engineer: Daniel Wood To: _Mukta Patil
Time: 1000 — 1100 (plus reporting) Weather: Qvercast, ~60°F
Reviewed by: Mukta Patil Date: 03/27/2020
1030 Daniel Wood arrives at 645 E. Grand Avenue, South San Francisco. Genentech Building
48 for observation of Phase 2 part of the Gas Monitoring and Control System (GMCS) restoration
work.
1030 Daniel Wood observes concrete cut during Phase 2 Saw Cutting. Location of cutting is

inr-middle-ef-basement-adjacent to loading dock entrance. White 2” PVC gas extraction pipe cut
during saw cutting to be repaired the following week prior to GMCS repair.

1100 Daniel Wood departs the site.

Attachments: Site Plan

Initials DLW




LANGAN FIELD REPORT NO. 4

Sheet 2 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/14/2020

Field Engineer: Daniel Wood

Photo 1: Wide view of Saw Cutting Phase 2 area from the loading dock entrance (facing north).




LANGAN FIELD REPORT NO. 4

Sheet 3 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/14/2020

Field Engineer: Daniel Wood

Photo 2: View of Saw Cutting Phase 2 and cut 2” PVC gas extraction pipe (facing north).




LANGAN FIELD REPORT NO. 4

Sheet 4 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/14/2020

Field Engineer: Daniel Wood

Photo 3: View of 2” PVC gas extraction pipe cut during Phase 2 Saw Cutting (facing west).




LANGAN FIELD REPORT NO. 4

Sheet 5 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/14/2020

Field Engineer: Daniel Wood

Photograph 4: View of Phase 2 Saw Cutting area and cut 2” PVC gas extraction pipe (facing west).







LANGAN FIELD REPORT NO. 5

Sheet 1 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020
Field Engineer: Daniel Wood To: _Mukta Patil
Time: 1315 — 2035 (off site from 1400 — 1630) Weather: ~60°F
Reviewed by: Mukta Patil Date: 03/27/2020
1315 Daniel Wood (Langan) arrives at 645 E. Grand Avenue, South San Francisco.

Genentech Building 48 for Gas Monitoring and Control System (GMCS) restoration oversight.

Work Overview: During Phase 2 excavation within the-basementefB48, a 2” PVC gas extraction
line and a %" solid gas monitoring pipe were cut and required repair. Following the repair of the
cut pipes, the GMCS will be restored to the original condition. Langan on site to observe and
document repaired pipes and observe smoke testing of the repaired membrane. Additionally, a
small excavation in the men’s bathroom to repair a failed sewer line will also require GMCS repair
and subsequent smoke testing.

1340 Pipe repairs complete. The pipes were repaired to manufacturer specifications.
1400 Daniel Wood departs site while ACT prepares for GMCS repair.
1630 Daniel Wood returns to site. ACT is having a number of equipment issues. Primarily

due to clogging of their equipment lines. Work progresses slowly.

1900 ACT finishes with patching of Phase 2 excavation area-in-basement.
1910 Repair of GMCS cut in bathroom excavation begins.

1930 Smoke testing of GMCS patching in bathroom begins. Progress is slow due to clogging
of vapor barrier equipment lines.

1955 Smoke testing of bathroom patching passed. Coupon thickness: 105 mils
2000 Smoke testing to begin on main Phase 2 excavation area-within-the-basement.

2030 Smoke testing of main excavation area passed. Coupon thickness: 120 mils

2035 Daniel Wood departs the site.

Attachments: Site Plan

Initials DLW




LANGAN FIELD REPORT NO. §

Sheet 2 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photo 1: Phase 2 excavation area within basementofB48 (facing north).




LANGAN FIELD REPORT NO. 5

Sheet 3 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photo 2: Fully repaired 2” PVC gas extraction pipe (facing east).




LANGAN FIELD REPORT NO. 5

Sheet 4 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photo 3: Fully repaired %" solid gas monitoring pipe (facing north).




LANGAN FIELD REPORT NO. 5

Sheet 5 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photograph 4: View of small excavation area within men’s bathroom (facing west).




LANGAN FIELD REPORT NO. §

Sheet 6 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photograph 5: View of GMCS repair over 2” PVC gas extraction pipe (facing east).




LANGAN FIELD REPORT NO. §

Sheet 7 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photograph 6: View of complete Phase 2 excavation GMCS repair (facing northwest).




LANGAN FIELD REPORT NO. 5

Sheet 8 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photograph 7: View of complete GMCS repair within men’s bathroom (facing west)







ATTACHMENT B

REVISED (FINAL) GAS MONITORING AND CONTROL SYSTEM
RESTORATION COMPLETION LETTER

LANGAN



l ANEAN Technical Excelienice
................... Practical Experience

.Cji_en_tRequnsiveness_ S

) Daniel Krasnow, Principal PrOJect Manager - .
. ..Genentech ............................ ..........................
EETERER 1-DNA Way Mail Stop 36-1D - -
South San Francisco, Caln‘orma 94080

Subject: Revised (Final) Gas Monitoring and Control System Restoration
Completion Letter
Genentech Building 48
645 East Grand Avenue
South San Francisco, California 94080
Langan Project No. 731677306

Dear Mr. Krasnow:

This letter summarizes Langan Engineering & Environmental Services, Inc. (Langan’s) oversight
of Gas Monitoring and Control System (GMCS) restoration work performed at Genentech,
Building 48 (former Building 9) at 645 East Grand Avenue in South San Francisco, California
(the site), between 25 November 2019 and 4 December 2019, and 14 and 27 February 2020.
Restoration work to the GMCS was required following tenant improvements to construct a new
media prep and glass wash facility on the ground floor of existing Genentech Building 48, which
required cutting into concrete slab and breaching a portion of the GMCS geomembrane and vent
piping. We observed the work on site to confirm the GMCS components affected by the work
were correctly restored in accordance with the Gas Monitoring and Control System Restoration
Work Plan (Work Plan) prepared by Langan dated 23 July 2019 for these tenant improvements.

Background

The site was formerly occupied by Fuller O'Brien paint manufacturing facility, which resulted in
- ._som'e historic’ ‘hazardous material releases at the site. Several phases of environmental
_mvestlgatlons -and mltlgatlon completed prior to the development of the site for its current use, '
.. -resulted in the mstallatlon of a methane mitigation system for B48 (and the other S|te bwldmgs)' L _
. and various Constructlon and operation agreements with Department of Toxic" Substances'-.___ o
o Control (DTSC) and reIated Iand use covenants and deed restrictions for the site area

_ 'P‘nor‘ to construction the site was divided into two development phases: Phase' | Buildin'gs'"- '
o (Bwldmgs 41, 42, 43, 44, and Parking Structure A) constructed on the northern portion of the S|te PR
and Phase 1. Bwldlngs (Genentech Buildings 45, 46, 47, 48, and Parking Structure B) constructed ~ "
__on the southern portion-of the site. Results of soil gas sampling conducted prior to development" B
of ‘current site - bundmgs mdlcated the presence of methane in the subsurface. The' methane-... .
“Concentrations .in-soil gas _beneath the Phase | Buildings were less than 0.5% by voI_ume, while. -~
135 Main Street, Suite 1500 San Francisco, GA 94105 T 4158555200 Fi 415,955 5201 Www.iangan.com
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Revised (Final) Gas Monitoring and Control System Restoration Completion Letter 26 August 2020
Genentech Building 48 731677306
645 East Grand Avenue Page 2
South San Francisco, California

the methane concentrations beneath the proposed southern Phase Il Buildings (Building 48 and
Parking Structure B) exceeded 5.0% by volume. To address the potential risks associated with
methane in the subsurface, methane mitigation systems were designed and installed beneath all
of the buildings at the site.

Beneath the northern Phase Il Buildings (Buildings 45, 46, and 47), the methane mitigation
measures consist of a passive gas extraction system installed beneath each building slab, with
subsurface gas monitoring points to evaluate methane concentrations. The gas extraction
system is attached to a wind-driven turbine atop each building, which provides a low-level
vacuum to passively extract the collected gases from beneath the building foundation slab.
The methane mitigation measures beneath the southern Phase Il Buildings (Building 48 and
Parking Structure B) consist of a passive gas extraction system beneath each building slab, with
subsurface gas monitoring points to evaluate methane concentrations, as well as a continuous
geomembrane gas barrier directly beneath the building slab underlying enclosed building areas.
The GMCS (designed by Geosyntec) consists of a continuous geomembrane gas barrier
consisting of 100-mil thick cold spray-applied geomembrane (Ecoline-S) installed on top of a non-
woven heat bonded carrier geotextile (Ecoshield-E). The geomembrane is separated from the
reinforced concrete structural slab by a cushion geotextile (Mirafi S 1200). A 2-inch diameter,
Schedule 40, perforated and solid wall PVC pipes placed within 6-inch thick layer of aggregate
lies beneath the geomembrane layer underlying the structural slab in plan locations as shown on
Attachment A.

Field Observations

The GMCS restoration work was performed in two phases, Phase 1 and Phase 2.
On 25 November 2019, 3 and 4 December 2019, Langan was on-site to observe and document
that Phase 1 of the restoration work, which included the repair of a 2" solid pipe, a 2" solid pipe,
and the geomembrane, which were breached following the demolition of the equipment and
subsequent cutting of the concrete slab. As described in the Methane Mitigation Plan by
Geosyntec dated 16 March 2006, the GMCS at Building 48 consists of (1) a continuous
geomembrane ‘sandwich’ layer by EPRO, (2) gas extraction piping consisting of 2" diameter
perforated and solid wall PVC pipes, and (3) gas monitoring probes consisting of individual 2"
diameter PVC pipe (grey in color) running from three discrete monitoring probes (installed
beneath the structural slab and the gas barrier) to external, surface mounted, traffic rated vaults.

Langan also observed Phase 2 of the restoration work during 14 and 27 February 2020, which
included the repair of a 2” solid pipe, a 2" grey-colored solid gas monitoring pipe, and the
geomembrane which were breached during the demolition of the steam condensate receiver.
Additional repairs were made to the geomembrane in the men’s bathroom where the slab was
cut to repair a sewer line break. Langan observed trench excavation and subsequent breaching
of the GMCS at the saw cut areas shown on Figure 1. Our Field Observation Reports are provided
as Attachment B.

LANGAN



Revised (Final) Gas Monitoring and Control System Restoration Completion Letter 26 August 2020
Genentech Building 48 731677306
645 East Grand Avenue Page 3
South San Francisco, California

Prior to our observation, the concrete slab at each location was saw cut to a full depth to expose
the underlying soil, aggregate, GMCS piping. The soil and aggregate removed during construction
of the tenant improvements was stockpiled on site and used as backfill once installation of the
piping and floor drains was complete. The trenches were backfilled and compacted to form a
stable subgrade for the geomembrane installation and patching of the building slab.

Phase 2 of the subsurface work occurred following the GMCS restoration work completed on
4 December 2019. The concrete slab at each location (Field Daily dated 14 February 2020 in
Attachment B) was saw cut to a full depth to expose the underlying soil and aggregate, resulting
in the inadvertent cutting of a 2" PVC extraction pipe and a ¥2" grey-colored solid gas monitoring
pipe. On 14 February 2020, Langan was on-site to inspect and document the pipes that were
cut. On 27 February 2020 Langan was on-site to observe and document the repair to the cut
pipes and the repair to the breached geomembrane layer.

The GMCS integrity of the piping that was affected by the B48 improvements during each phase
of work was restored so that the piping system remains the preferential pathway for methane
below the building slab to be vented outside of the building via the gas extraction riser. Langan
observed that the GMCS vent piping was restored using materials of like size, type, and quality
as the original GMCS piping, and in order to ensure integrity, the restored pipe sections were
joined using only mechanical couplings, without the use of VOC containing solvents or glues.

Per the Work Plan for this project, Langan observed that the geomembrane (Ecoline-S) was
restored in accordance with the Work Plan and manufacturer’s standard procedures with current
underslab EPRO products: e.base 205, e.spray, and e.shield 205. Consistent with the
manufacturer's quality assurance requirements, Langan observed a smoke test and coupon
sampling in each of the trenches where the geomembrane work occurred following the
restoration of the geomembrane. Each section of geomembrane was thoroughly smoke tested
to ensure the proper installation. Each section tested passed the smoke test. In Langan's
opinion, the GMCS restoration activities were performed in accordance with the Methane
Mitigation System Repair Plan, dated 23 July 2019 and the GMCS has been restored satisfactorily
to fully function as designed and continues to be protective of receptors. The GMCS restoration
work was a planned activity and part of Genentech’s tenant improvement work to construct a
new media prep and glass wash facility on the ground floor of Genentech Building 48, and Langan
certifies the proper completion of the work and operation of the GMCS. Accordingly, Langan
does not believe that the conditions in the subsurface relative to the potential presence of
methane have changed as a result of completing the Work Plan so as to re-initiate methane
monitoring with the system per criteria established by DTSC when it suspended methane
monitoring in March 2012.

LANGAN



Revised (Final) Gas Monitoring and Control System Restoration Completion Letter 26 August 2020
Genentech Building 48 731677306
645 East Grand Avenue Page 4
South San Francisco, California

If you have any questions, please do not hesitate to call.

Sincerely yours,
Langan Engineering & Environmental Services, Inc.

Motte- ot

Mukta Patil, PE Jeffrey F. Ludlow, PG
Senior Project Engineer Principal/Vice President

Attachments: Figure 1 — Gas Monitoring and Control System Restoration Site Plan
Figure 2 — Gas Monitoring and Control System Typical Geomembrane
Restoration
Figure 3 — Gas Monitoring and Control System Typical Vent Pipe Restoration
Attachment A — GMCS Plan and Details prepared by Geosyntec
Attachment B — Field Observations and Reports

731677306.07 MP_Revised (Final) Gas Monitoring Control System Restoration Completion Letter_Genentech Bldg 48_082620
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EXPLANATION

Approximate location of sawcut area

Reference: "Building 48 Structural Foundation Plan" provided by Flad Architects on 7/10/2019 and "Building 9 Gas Monitoring System Layout Plan" by Geosyntec, dated 12/05.
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SEE FIGURE 2 FOR
TYPICAL GMCS
GEOMEMBRANE
RESTORATION DETAIL

SEE FIGURE 3 FOR
TYPICAL GMCS PIPE
RESTORATION DETAIL

GENENTECH BUILDING 48
645 EAST GRAND AVENUE
South San Francisco, California

GAS MONITORING AND CONTROL
SYSTEM RESTORATION SITE PLAN

Date 07/15/19

Project No. 731677306

Figure 1
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GENENTECH BUILDING 48
645 EAST GRAND AVENUE
South San Francisco, California

GAS MONITORING AND CONTROL SYSTEM
TYPICAL GEOMEMBRANE RESTORATION

Date 07/15/19

Project No. 731677306| Figure 2
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Figure 3
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ATTACHMENT A
GMCS PLAN AND DETAILS PREPARED BY GEOSYNTEC

LANGAN
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ATTACHMENT B
FIELD OBSERVATIONS AND REPORTS

LANGAN



LANGAN

FIELD REPORT NO. 1

Sheet 1 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: _11/25/2019
Field Engineer: Daniel Wood To: _Mukta Patil
Time: 1400 — 1500 (plus reporting) Weather: Overcast, ~50°F
Reviewed by: Mukta Patil Date: 12/05/2019
1400 Daniel Wood (Langan) arrives at 645 E. Grand Avenue, South San Francisco.

Genentech Building 48 for Gas Monitoring and Control System (GMCS) restoration oversight.

1410 Daniel Wood (Langan) meets Jesse (ACT, membrane restoration subcontractor) who is
spraying EPRO vapor barrier in the trench closest to the loading dock entrance. Smoke testing will

commence after the repair.

1420 Initial restoration complete. Coupon cut and collected. Smoke testing underway.
1440 Coupon thickness 110 mil. Smoke testing passed.
1500 Daniel Wood (Langan) departs the site.

Attachments: Site Plan

Initials DLW




LANGAN FIELD REPORT NO. 1

Sheet 2 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 11/25/2019

Field Engineer: Daniel Wood

Photo 1: North Tower GMCS repair work underway near loading dock door (facing west).




LANGAN FIELD REPORT NO. 1

Sheet 3 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 11/25/2019

Field Engineer: Daniel Wood

Photo 2: Progress of patching shown in Photo 1 (facing east).




LANGAN FIELD REPORT NO. 1

Sheet 4 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 11/25/2019

Field Engineer: Daniel Wood

Photo 3: Progress of patching shown in Photo 1 (facing northeast).




LANGAN FIELD REPORT NO. 1

Sheet 5 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 11/25/2019

Field Engineer: Daniel Wood

Photo 4: Repair of area cut for smoke testing (facing north).







LANGAN FIELD REPORT NO. 2

Sheet 1 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: _12/03/2019
Field Engineer: Daniel Wood To: _Mukta Patil
Time: 0700 — 0800 & 1000 - 1015 (plus reporting) Weather: QOvercast, ~50°F
Reviewed by: Mukta Patil Date: 12/05/2019
0700 Daniel Wood (Langan) arrives at 645 E. Grand Avenue, South San Francisco.

Genentech Building 48 for Gas Monitoring and Control System (GMCS) restoration oversight.

0705 Call Anthony Garcia (GCl) in order to meet.

0740 Observation of vapor barrier restoration work progress along with Anthony Garcia
(GCl) and Frank. The 2” solid gas extraction pipe is repaired. The %" solid gas monitoring pipe is
not yet repaired. Daniel Wood to return at 10am.

0800 Daniel Wood departs the site.

1000 Daniel Wood returns to B48 to inspect %" solid gas monitoring pipe repair. Pipe is
repaired. EPRO vapor barrier membrane application to begin tomorrow (12-04-2019)

1015 Daniel Wood departs the site.

Attachments: Site Plan

Initials DLW




LANGAN FIELD REPORT NO. 2

Sheet 2 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/03/2019

Field Engineer: Daniel Wood

Photo 1: Preparation for EPRO application to north western most repair section (facing west).




LANGAN FIELD REPORT NO. 2

Sheet 3 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/03/2019

Field Engineer: Daniel Wood

Photo 2: Preparation for EPRO application on north eastern-most repair section (facing east).




LANGAN FIELD REPORT NO. 2

Sheet 4 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/03/2019

Field Engineer: Daniel Wood

Photo 3: Progress of 5" solid gas monitoring pipe replacement (facing south).




LANGAN FIELD REPORT NO. 2

Sheet 5 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/03/2019

Field Engineer: Daniel Wood

Photo 4: Preparation for GMCS repair to center trenching area (facing north).







LANGAN

FIELD REPORT NO. 3

Sheet 1 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: _12/04/2019
Field Engineer: Daniel Wood To: _Mukta Patil
Time: 1605 — 1740 (plus reporting) Weather: Qvercast, ~50°F
Reviewed by: Mukta Patil Date: 12/05/2019
1605 Daniel Wood (Langan) arrives at 645 E. Grand Avenue, South San Francisco.

Genentech Building 48 for Gas Monitoring and Control System (GMCS) restoration oversight.

1615 Smoke testing commences. Coupons collected.

1730 Smoke testing passed in each trench. Coupon thicknesses in four areas checked: 105

mil, 110 mils, 120 mils, and 105 mils.

1740 Daniel Wood departs the site.

Attachments: Site Plan

Initials DLW




LANGAN FIELD REPORT NO. 3

Sheet 2 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/04/2019

Field Engineer: Daniel Wood

Photo 1: Post vapor barrier application to north western most repair section (facing west).




LANGAN FIELD REPORT NO. 3

Sheet 3 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/04/2019

Field Engineer: Daniel Wood

Photo 2: EPRO applied to eastern-most section of GMCS repair (facing east).




LANGAN FIELD REPORT NO. 3

Sheet 4 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/04/2019

Field Engineer: Daniel Wood

Photo 3: EPRO applied to center-most section of GMCS repair area (facing south).




LANGAN FIELD REPORT NO. 3

Sheet 5 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 12/04/2019

Field Engineer: Daniel Wood

Photo 4: EPRO applied to GMCS repair where %” gas monitoring pipe was replaced (facing west).







LANGAN

FIELD REPORT NO. 4

Sheet 1 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/14/2020
Field Engineer: Daniel Wood To: _Mukta Patil
Time: 1000 — 1100 (plus reporting) Weather: Qvercast, ~60°F
Reviewed by: Mukta Patil Date: 03/27/2020
1030 Daniel Wood arrives at 645 E. Grand Avenue, South San Francisco. Genentech Building
438 for observation of Phase 2 part of the Gas Monitoring and Control System (GMCS) restoration
work.
1030 Daniel Wood observes concrete cut during Phase 2 Saw Cutting. Location of cutting is

adjacent to loading dock entrance. White 2” PVC gas extraction pipe cut during saw cutting to be

repaired the following week prior to GMCS repair.

1100 Daniel Wood departs the site.

Attachments: Site Plan

Initials DLW




LANGAN FIELD REPORT NO. 4

Sheet 2 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/14/2020

Field Engineer: Daniel Wood

Photo 1: Wide view of Saw Cutting Phase 2 area from the loading dock entrance (facing north).




LANGAN FIELD REPORT NO. 4

Sheet 3 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/14/2020

Field Engineer: Daniel Wood

Photo 2: View of Saw Cutting Phase 2 and cut 2” PVC gas extraction pipe (facing north).




LANGAN FIELD REPORT NO. 4

Sheet 4 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/14/2020

Field Engineer: Daniel Wood

Photo 3: View of 2” PVC gas extraction pipe cut during Phase 2 Saw Cutting (facing west).




LANGAN FIELD REPORT NO. 4

Sheet 5 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/14/2020

Field Engineer: Daniel Wood

Photo 4: View of Phase 2 Saw Cutting area and cut 2” PVC gas extraction pipe (facing west).







LANGAN FIELD REPORT NO. 5

Sheet 1 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020
Field Engineer: Daniel Wood To: _Mukta Patil
Time: 1315 — 2035 (off site from 1400 — 1630) Weather: ~60°F
Reviewed by: Mukta Patil Date: 03/27/2020
1315 Daniel Wood (Langan) arrives at 645 E. Grand Avenue, South San Francisco.

Genentech Building 48 for Gas Monitoring and Control System (GMCS) restoration oversight.

Work Overview: During Phase 2 excavation within B48, a 2” PVC gas extraction line and a %" solid
gas monitoring pipe were cut and required repair. Following the repair of the cut pipes, the GMCS
will be restored to the original condition. Langan on site to observe and document repaired pipes
and observe smoke testing of the repaired membrane. Additionally, a small excavation in the
men’s bathroom to repair a failed sewer line will also require GMCS repair and subsequent smoke
testing.

1340 Pipe repairs complete. The pipes were repaired to manufacturer specifications.
1400 Daniel Wood departs site while ACT prepares for GMCS repair.
1630 Daniel Wood returns to site. ACT is having a number of equipment issues. Primarily

due to clogging of their equipment lines. Work progresses slowly.

1900 ACT finishes with patching of Phase 2 excavation area.
1910 Repair of GMCS cut in bathroom excavation begins.
1930 Smoke testing of GMCS patching in bathroom begins. Progress is slow due to clogging

of vapor barrier equipment lines.

1955 Smoke testing of bathroom patching passed. Coupon thickness: 105 mils
2000 Smoke testing to begin on main Phase 2 excavation area.

2030 Smoke testing of main excavation area passed. Coupon thickness: 120 mils
2035 Daniel Wood departs the site.

Attachments: Site Plan

Initials DLW




LANGAN FIELD REPORT NO. §

Sheet 2 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photo 1: Phase 2 excavation area within B48 (facing north).




LANGAN FIELD REPORT NO. 5

Sheet 3 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photo 2: Fully repaired 2” PVC gas extraction pipe (facing east).




LANGAN FIELD REPORT NO. 5

Sheet 4 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photo 3: Fully repaired %" solid gas monitoring pipe (facing north).




LANGAN FIELD REPORT NO. 5

Sheet 5 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photo 4: View of small excavation area within men’s bathroom (facing west).




LANGAN FIELD REPORT NO. §

Sheet 6 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photo 5: View of GMCS repair over 2” PVC gas extraction pipe (facing east).




LANGAN FIELD REPORT NO. §

Sheet 7 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photo 6: View of complete Phase 2 excavation GMCS repair (facing northwest).




LANGAN FIELD REPORT NO. 5

Sheet 8 of 5
Project: Genentech Building 48 GMCS Repair Project No: 731677306
Subject: FIELD OBSERVATION DAILY REPORT Date: 2/27/2020

Field Engineer: Daniel Wood

Photo 7: View of complete GMCS repair within men’s bathroom (facing west)
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